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APPENDIX B
OLYMPIC MEDICAL BUILDING CITY OF SEATTLE PERMIT

VAPOR INTRUSION MITIGATION DESIGN PLAN
Olympic Medical Facility

Capital Industries, Inc.

5801 Third Avenue South

Seattle, Washington

Farallon PN: 457-004

G:\Projects\d57 Capital Indust\d57004 Plants 2 and 4 RIES\Reports\Vapor Int Mitig Design Plan\Design Plan.docx



Address

Locatmn

Apphcatmn Type /

ng Co Assessor s #

Descnption of Work

Records; F!Ied At

Mechanical Action
WQrk Type
Category

Lega! Descr:ptxon

Project # 6198563

5900 1st Ave S

Permlt Status

Apphcatlon Date

MECHANICAL / ALTER EXISTING

Zone/Overlays and ECA

issue Date
INSTALLATION
FULL REVIEW ””” Explratlon Date
COMMERCIAL - | “Fi’rrla’lkeﬁd’ I)éte
. e . App"cant
Contractor

Install 3 horsepower fan on roof, Permlt Remarks

Perniit Number

Page 1 of 2

6198563

Closed Permlt C|osed
Nov 07 2008

Dec 19, 2008

un 19,2010

Jan 27, 2009

TED WEILER
5900 1STAV S
SEATTLE, WA 98108

(206) 268-5151

per plan.
Bu;idmg ID
Sprmkler Standard Vent/Exhaust Action
Vent/Exhaust Quantity 0
Project # 6198563
Inspections

. Required Inspectlons Not Yet Scheduled

Type <, § ! Comments

None

o Requnred lnspectxons Scheduiled

Type Date ) Inspector Comments

None

Completed Inspections

. . (Multiple same-type inspections may be required to complete a project)

Type Date Resuit Inspector | Comments

MECH FINAL Jan 23 2009 Pasqed LEEIM 01/22/2009 WEBUSR Contact Dav:d Gerard 509 370 0804

. Waived Inspections

Type Comiments

MECH COVER
Definition of Terms
A mechanical cover inspection is provided to verify conformance to code requirements before closing
MECH COVER .
\Malls cemngs ﬂoors ox undergmund
MECH FINAL A mechanlca| fmal mspectaon is pmvrded to veﬂfy that a completed mechamcai mstaliat:on conformst

code requwements

http://webl.seattle.gov/DPD/permitstatus/Project.aspx?id=6198563 & print=y &pt=0123456

3/10/2009
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Project # 6198563
Reviews
B B _Review Cycles e
Review Type ;Cycle# %Status gTarget Date Assxgnment Date Complete Date gAssigned To
| ADDRESSING | 1 Approved Nov07,2008 | Nov07,2008 | Crz,M.
FINAL 1 Appoved  Nov19,2008  Nov14,2008  Novi7, 2008 = Go,S.
MECHANICAL o ‘1 Correct;ons Requrred Mov 11, 2008 1 Nev 07, 2008 : | No\t U?, 2608 | V Go, S.
MECHANICAL 2 Approved | Nov07,2008  Nov07,2008 = Go,S
CNOISE 1 Approved Nov07,2008 | Nov07,2008 | George,D.
ZONNG 1 Approved | Novil, 2008 Nov07,2008 | Nov10,2008 Falk, L.
Definition of Terms
Incomplete Either no one has been assigned to do this review or the assigned reviewer hasn't had a chance to

comp!ete the revsew yet At thrs trme, it rs not determmed if there wr!l be correctrons

The reviewer has approved the review cycle, but certain conditions must be met before a status of
'Approved' can be reached

Conditional Approval

Corrections Required The revsewer has comp!eted the revrew but correctrons are requrred before contmumg the review,

Approved The revrewer has approved the revrew and no correctrons are requrred

"Target Dates” represent the "Measured Performance Goa!" for comp!etron of DPD Plan Rev:ews
"Target Dates" are identified for each project based upon: 1) the complexity of the project; as well as,
2) the current review cycle (i.e. Initial Plan Review, Corrections Review, etc.). (Target dates are not
necessarily the "actual” date that all reviews will be completed.) Please refer to the message

posted at the top of this page for demand-based time lines and/or contact Plans Routing (i.e. the

Routing Coordinator) for a more accurate estimate based upon current workloads.

Target Date

Project # 6198563
Fees & Receipts

Go to *Not all fees are eligible for online payment

v Fees ] ,

Date Paid | Status Descrrp’hon Fee Quantity Amount | Waived Paid
11/07/08 Paid VALUE BASED PERMIT (INTAKE) $325.00 0.50 $162t50 N $162.50
11/07/08 Paid VALUE BASED PLAN REVIEW (INTAKE) $325.00 1 $325 00 N $325.00
12/19/08 Paid VALUE BASED PERMIT (ISSUANCE) $162.50 1 $162.50 N $162.50
12/19/08 Paid NOISE SURVEY REVIEW - MINIMUM $155.00 0 50 $77 50 N $77 50

, T@i:ai Amgmﬁ‘ $?27 Z“EG Total ?aicﬁ %721 §€}
Project # 6198563
Contacts
. ProjectContacts ===
Name Primary | Capacity
TED WEILER
5900 1ST AV S .
SEATTLE, WA 98108 VES Applicant
(206) 268-5151
DAVE GERARD k
2801 N MONROE . _——
SPOKANE, WA 99205 NO Applicant
(509) 370-0804

http://web]1 .seattle.gov/DPD/permitstatus/Project.aspx?id=6198563&print=y&pt=0123456  3/10/2009



